
   Building Management Systems                  +1-207-370-6517                       sales@powerwisesystems.com

Quick Start Guide

PowerWise inGate
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* DC power terminals are interconnected. Do not connect to multiple power sources. 

What you will need:
 

1. PowerWise inGate 
2. 12 - 30 VDC Power Supply 
3. Ethernet Cable or Wifi Bridge (not included) 
4. Laptop/Tablet/Phone

LED Indication

Normal
Successful communication 

with servers.

Bad Comms
No communication. Check 
ethernet cable and router

Internal Error
Call support for help 

diagnosing error. 
207-370-6517

● Review RS-485 & ZIgbee connection diagrams at www.powerwisesystems.com/support 
● Setup new user and locations at the following address: app.intellergy.net
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